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SOUND ABSORPTION AREA FOR OBJECT

Measured and evaluated according to ISO 354 and ISO 20189

Client: Gotessons/ Gotessons
Object: ScreenlIT A30 Floor Screen
Size[mm]: w = 1400 h =450 d=40
Equivalent sound Equivalent sound absorption area / unit
ngz‘ée absorption 5
(Hz) area/ unit
(m2Sabine)
63 0.15
125 0.26 ¢
250 0.51
500 0.61 s
1000 0.77
2000 0.87
4000 1 5
Nig= 16.4
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ORIGINAL TEST REPORT DATE OF REPORT

Akustikverkstan report 2629-R4-M3 2023-03-22
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